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CHAPTER 11-62 APPENDIX D - TABLES 

Pe r co lation Rate 
(min / inch) Less 

than or e qual t o 

1 
2 
3 
4 
5 
6 
7 
8 
9 

10 
1 1 
12 
13 
14 
15 
1 6 
17 
1 8 
19 
20 
21 
22 
23 
2 4 
25 
26 
27 
28 
29 
30 

TABLE III 
Ju l y 1 , 2014 

Required Pe r colation Rate 
Absorption Area (min/ inch) Le ss 
(ft2/bedr oom or than or equal t o 

200 aallons I 
7 0 3 1 
85 32 

100 33 
115 34 
125 35 
133 36 
141 37 
14 9 38 
157 39 
1 65 40 
170 41 
175 42 
180 43 
1 85 44 
1 90 45 
1 94 46 
1 98 47 
202 48 
206 49 
210 50 
2 14 51 
2 18 52 
222 53 
226 54 
230 55 
23 4 56 
238 57 
242 58 
246 59 
250 60 

62-D-3 

Required 
Absorption Area 
(ft 2/be droom or 

200 gallons ) 
253 
257 
260 
263 
267 
27 0 
273 
277 
28 0 
283 
287 
290 
293 
297 
300 
302 
304 
306 
308 
310 
312 
314 
316 
318 
320 
322 
32 4 
326 
328 
330 


